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GENERAL NOTES:

1. THE DESIGN OF SOLAR PANEL AND WIND TURBINE ATTACHMENTS TO THE ROOF IS
DEPENDENT ON THE TYPE AND MANUFACTURER OF THE SYSTEM SELECTED. IT IS THE
RESPONSIBILITY OF THE MANUFACTURER PROVIDING THE EQUIPMENT TO PROVIDE
DETAILS FOR ATTACHMENTS TO THE STRUCTURE AS REQUIRED. THE INSTALLING
CONTRACTOR MUST COORDINATE WITH MANUFACTURER OF THE EXISTING ROOF TO
ENSURE THAT METHODS OF ATTACHMENT COMPLY WITH WARRANTY REQUIREMENTS.

2. SEE ELECTRICAL DRAWINGS FOR APPROXIMATE LAYOUT AND LOCATION OF THE WINDOW
WASHING SUPPORT SYSTEM.

3. BUILDING OPERATIONS AND BUILDING SYSTEMS MUST CONTINUE WITHOUT INTERRUPTION
DURING NORMAL WORKING HOURS. WORK THAT IMPACTS BUILDING OPERATIONS OR
BUILDING SYSTEMS MUST BE COMPLETED OUTSIDE OF NORMAL WORKING HOURS.
SCHEDULE ALL WORK THAT IMPACTS BUILDING OPERATIONS OR BUILDING SYSTEMS WITH
THE GSA FIELD OFFICE.

4. DIMENSIONS OF EXISTING STRUCTURES AND EQUIPMENT ARE BASED ON BEST
INFORMATION AVAILABLE. AS SUCH, THESE DIMENSIONS ARE SHOWN FOR REFERENCE
ONLY. CONTRACTOR SHALL FIELD VERIFY ALL DIMENSIONS PRIOR TO ANY
CONSTRUCTION AND NOTIFY ENGINEER IMMEDIATELY TO CLARIFY ANY DISCREPANCIES.

5. RESIDUAL LIVE LOAD CAPACITIES SHOWN REPRESENT THE CAPACITY OF THE GIVEN ROOF
AREA TO SUPPORT LOADS SUPERIMPOSED ON THE MINIMUM LIVE LOAD OR SNOW LOAD
REQUIRED BY THE BUILDING CODE.
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KEYED NOTES:

ELEVENTH FLOOR/ROOF LEVEL. EXISTING ROOF CONSTRUCTION CONSISTS OF A ROOF
MEMBRANE ON LIGHT—WEIGHT CONCRETE TOPPING OVER EPS INSULATION SUPPORTED ON
A 6 1/4” THICK REINFORCED CONCRETE SLAB. SEE ELECTRICAL DRAWINGS FOR SOLAR
PANEL TYPE AND LAYOUT. ROOF HAS RESIDUAL LIVE LOAD CAPACITY OF 10 psf.

ELECTRICAL/MECHANICAL PENTHOUSE. EXISTING ROOF CONSTRUCTION CONSISTS OF AN
"R—MER LITE” INSULATED METAL ROOF PANEL SYSTEM OVER THE ORIGINAL ROOF
MEMBRANE ON RIGID INSULATION SUPPORTED BY 1 1/2” METAL DECK ON STEEL JOISTS.

SEE ELECTRICAL DRAWINGS FOR SOLAR PANEL TYPE AND LAYOUT. ROOF HAS RESIDUAL
LIVE LOAD CAPACITY OF 13 psf.

AIR HANDLER PENTHOUSE UNIT. EXISTING ROOF CONSTRUCTION CONSISTS OF AN "R—MER
LITE” INSULATED METAL ROOF PANEL SYSTEM OVER THE ORIGINAL 1 1/2” STANDING SEAM
ROOF SUPPORTED BY 2 1/2” DEEP, 20 GAUGE GALVANIZED SUBPANELS. ROOF HAS AN
UNKNOWN RESIDUAL LIVE LOAD CAPACITY. ADDITIONAL LOADING IS NOT RECOMMENDED.

ABANDONED ELEVATOR PENTHOUSE. EXISTING ROOF CONSTRUCTION CONSISTS OF A ROOF
MEMBRANE ON LIGHT—WEIGHT CONCRETE TOPPING OVER EPS INSULATION SUPPORTED BY
A ONE—WAY REINFORCED CONCRETE JOISTS AND SLAB. SEE ELECTRICAL DRAWINGS FOR
WIND TURBINE LOCATION. ROOF HAS RESIDUAL LIVE LOAD CAPACITY OF 22 psf.

ABANDONED ELEVATOR PENTHOUSE. EXISTING ROOF CONSTRUCTION CONSISTS OF A ROOF
MEMBRANE ON LIGHT—WEIGHT CONCRETE TOPPING OVER EPS INSULATION SUPPORTED BY
A ONE—WAY REINFORCED CONCRETE JOISTS AND SLAB. SEE ELECTRICAL DRAWINGS FOR
WIND TURBINE LOCATION. ROOF HAS RESIDUAL LIVE LOAD CAPACITY OF 97 psf.

FREIGHT ELEVATOR PENTHOUSE. EXISTING ROOF CONSTRUCTION CONSISTS OF AN "R—MER
LITE” INSULATED METAL ROOF PANEL SYSTEM OVER THE ORIGINAL ROOF MEMBRANE ON
RIGID INSULATION SUPPORTED BY 1 1/2" METAL DECK ON STEEL JOISTS. SEE

ELECTRICAL DRAWINGS FOR WIND TURBINE LOCATION. ROOF HAS RESIDUAL LIVE LOAD
CAPACITY OF 96 psf.
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PROPERTY OF THE UNITED STATES GOVERNMENT — FOR OFFICIAL USE ONLY. Do not remove this notice.
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